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NAME OF PROJECT: CANNABIS FACILITIES
PROJECT LOCATION: 4309 ON-HYW 62 Ameliasburgh PEC
# | ONTARIO BUILDING CODE INFORMATION OBC REFERENCE
1 | PROJECT DESCRIPTION <] New || cHANGE oF USE ] PaRT11 ] ParT3 <] PaRT9
|| apbiTion || ALTERATION 11.1TO 1.4 112[A] 112[A]  9.10.1.3.
2 | MAJOR OCCUPANCY(S) LOW HAZARD INDUSTRIAL OCCUPANCY 3.1.2.1(1) 9.10.1.3.
3 | BUILDING AREA (m2) EXISTING BUILDING: NEW: 598.9 TOTAL: 598.9 14.4.2.[A] 14.4.2.[A]
4 | GROSS AREA (m2) EXISTING BUILDING: NEW: 598.9 TOTAL: 598.9 1.4.1.2. [A] 1.4.4.2. [A]
5 | NUMBER OF STORIES ABOVE GRADE: 1 BELOW GRADE: 0 1.4.1.2. [A]AND 3.2.1.1. 1.4.1.2. [A] AND 9.10.4.
6 | NUMBER OF STREETS/ACCESS ROUTES 1 3.2.2.10. AND 3.2.5. 9.10.20
7 | BUILDING CLASSIFICATION 3.2.2.78 GROUP F, DIVISION 3 3.2.2.20. - 83. 9.10.2
8 | SPRINKLER SYSTEM PROPOSED || ENTIREBUILDING || INLIEU OF ROOF RATING 32220.-83. 3215  32217. 91082
|| BASEMENTONLY <] NOTREQUIRED INDEX INDEX
9 | STAND PIPE REQUIRED <] ves ] no 3.29. N/A
10 | FIRE ALARM REQUIRED ] ves ><] no 3.24. 9.10.18.
11| WATER SUPPLY /SUPPLY IS ADEQUATE <] ves ] nNo 32517 N/A
12 | HIGH BUILDING ] ves <] no 3.26. N/A
13 | CONSTRUCTION RESTRICTIONS || comBusTIBLE | ] NoN-coMBUSTIBLE [ ><] BOTH 3.2.2.25. 9.10.6
ACTUAL CONSTRUCTION || comBusTIBLE || Non-comBuSTBLE  [><]] BOTH
14 IMPORTANCE CATEGORY ] Low <] mep | HiGH || POST-DISASTER 41.21.3) 522.1.(2) 9411  4121.3) 52212
15 | MEZZANINE(S) AREA (M2) N/A 3.2.1.1(3)-8). 9.10.4.1
16 | OCCUPANT LOAD BASED ON || m2/PERSON [><] DESIGN OF BUILDING 3117, 9.9.13
1st FLOOR OCCUPANCY: 9
17 | BARRIER FREE DESIGN <] ves [ ] NO(EXPLAIN) 38. 95.2.
18 | HAZARDOUS SUBSTANCES ] ves <] no 3.3.1.2. AND 3.3.1.19. 9.10.1.3.(4)
19 | REQUIRED FIRE HORIZONTAL ASSEMBLIES FRR (HOURS) LISTED DESIGN NUMBER OR DESCRIPTION (SB-2) 3.2.2.25. AND 3.2.1.4. 9.10.8 and 9.10.9
RESISTANCE
RATING FLOORS NIL HOURS
ROOF NIL HOURS
MEZZANINE NIL HOURS
FRR OF SUPPORTING MEMBERS LISTED DESIGN NUMBER OR DESCRIPTION (SB-2)
WALLS NIL HOURS
20 | SPATIAL SEPARATION - CONSTRUCTION OF EXTERIOR WALLS 3.23. 9.10.14
WALL AREAOFEBF | LD.(m) L/H OR PERMITTED MAX PROPOSED % OF FRR LISTED DESIGN EBF EBF
(m2) HIL % OF OPENINGS OPENINGS (HOURS) OR DESCRIPTION CLADDING CONSTRUCTION
NORTH 61 10M 351 100% 100% N/A N/A COMBUSTIBLE OR NON- COMBUSTIBLE OR NON-
COMBUSTIBLE COMBUSTIBLE
EAST 148 12M 11:1 100% 100% N/A NIA COMBUSTIBLE OR NON- COMBUSTIBLE OR NON-
COMBUSTIBLE COMBUSTIBLE
SOUTH 61 10M 3.5:1 100% 100% N/A N/A COMBUSTIBLE OR NON- COMBUSTIBLE OR NON-
COMBUSTIBLE COMBUSTIBLE
WEST 148 12M 1111 100% 100% N/A N/A COMBUSTIBLE OR NON- COMBUSTIBLE OR NON-
COMBUSTIBLE COMBUSTIBLE
21 | TRAVEL DISTANCE: MAX PERMITTED: 30m
24 | WASHROOM CALCULATIONS:

9 PERSONNEL 1 WATER CLOSET PER SEX OR ONE UNIVERSAL WASHROOM

AS PER TABLE 3.7.4.9
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MECHANICAL BY OTHERS

NOTE: Nalapharms Inc.’s grow system is designed to be a closed room
system, with no ventilation to the outside.
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Text Box
NOTE: Nalapharms Inc.’s grow system is designed to be a closed room system, with no ventilation to the outside.
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